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ROOF PLAN - HVAC

SCALE: 1/16"=1-0"

PLAN NOTES: O
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MECH 154 - HVAC

1.

SCALE: 1/4" =1'-0"
REMOVE EXISTING AIR HANDLING UNIT CONTROLLER, ASSOCIATED CONTROL WIRING, CONDUIT, AND. INSTALL NEW
DDC AIR HANDLING UNIT CONTROLLER. REFER TO ELECTRICAL PLANS FOR EXTENT OF ELECTRICAL DEMOLITION
AND NEW WORK.
EXISTING CONTROLLER LOCATED AT THE BACK OF STAGE 1245 IN THE AUDITORIUM.
EXISTING CONTROLLER LOCATED IN GYM STORAGE ROOM 145.
EXISTING CONTROLLER LOCATED IN GIRLS LOCKER 142A.
EXISTING CONTROLLER LOCATED IN CAFETERIA 135.
EXISTING CONTROLLER LOCATED IN BOYS LOCKER ROOM 139A.

EXISTING CONTROLLER LOCATED IN KITCHEN 136.
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